Abstract: This work applies the second-law analysis of thermodynamics to quantify the exergy destruction of the components of screw liquid chiller, and to identify the potential for each component to contribute to improve the overall energy efficiency of the system. Three screw liquid chiller units were built to demonstrate the feasibility of the model presented herein. Unit A was a 100 RT water-cooled screw liquid chiller. Unit B was modified from Unit A by switching the old condenser for a new one with a greater heat transfer, and Unit C was modified from Unit B by exchanging the compressor for a more efficient one. The results indicate that the compressor has the largest potential to improve energy efficiency, followed in order by the condenser, and then the evaporator. The second law analysis may help engineers to focus on the components with higher exergy destruction and quantify the extent to which modifying such components can influence, favorably or unfavorably, the performance of other components of the screw liquid chiller. 
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Introduction
Vapor-compression liquid chillers have been commonly used to cool water, brine and other secondary coolants, in commercial and industrial air-conditioning or refrigeration systems. The primary components of a vapor-compression liquid chiller include a compressor and its driver, a condenser, a throttling device, a liquid cooler (evaporator), and a control system. Specifications of the energy efficiency of liquid chillers typically involve the coefficient of performance (COP), the energy efficiency ratio (EER) and the input energy ratio (kW/RT) as indices. All such approaches to evaluating the energy efficiency of liquid chillers are based on the first law of thermodynamics. The measured quantity is thus called first-law efficiency. However, the first law of thermodynamics states the conservation of energy and the transformation of energy from one form to another. Preserving the quality of energy and increasing the energy efficiency of liquid chillers are major concerns to engineers, and the second law provides the necessary means to determine the quality as well as the extent of degradation of energy during a process. The energy efficiency of a liquid chiller is a consequence of the destruction of available energy (or exergy) contributed by every system component, so the second-law analysis, incorporating the first and second laws of thermodynamics, directly evaluates the potential to improve the efficiency of liquid chillers.
Recent studies have increasingly applied the second-law analysis in the fields of refrigeration, air-conditioning and heat pump systems [1] [2] [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] [13] . Second-law analysis can be divided into exergy (or availability) and irreversibility analyses. The former addresses the conversion and loss of exergy while the latter concern the entropy generation and irreversibility. Bejan [14] detailed fundamental theories and concepts. Liang and Kuehn [1] performed irreversibility analysis on data obtained from a R-22 reciprocating water-cooled liquid chiller with a cooling capacity of 7.56 kW in a steady state. The analytical results show that the percentages of the irreversibility associated with the components were, compressor 44.41%, condenser 27.11%, evaporator 18.13%, expansion valve 4.06%, suction line 4.44% and discharge line 1.85%. ASHRAE [8] illustrated the second-law analysis of an R-22 reciprocating, air-cooled, direct expansion refrigerator, with a cooling capacity of 7.0 kW. The results indicated that the percentages of the total irreversibility associated with the components were compressor 46%, condenser 18%, expansion valve 18%, evaporator 9%, discharge line 5%, suction line 3% and liquid line 0%. The results differ from those of Liang and Kuehn [1] .
Brian et al. [9] applied the second law analysis to quantify the irreversibility of components in a household freezer with a volume of 18 ft 3 and an air-conditioner with a capacity of 10.5 kW. They identified the potential of every component to improve the overall energy efficiency of the system. Specifically, their analysis revealed that the percentage irreversibilities associated with the components of the freezer followed the order of the compressor, the condenser and then the evaporator. This sequence differs from that obtained for the air-conditioner, for which the evaporator ranked first, followed by the condenser and the compressor. Yumrutaş et al. [11] used exergy analysis to develop a theoretical model to investigate the effects of the evaporating and condensing temperatures on the pressure drop, the exergy destruction, the second-law efficiency and the coefficient of performance (COP) of a vapor compression refrigeration cycle. The results revealed that the two design parameters of evaporating and condensing temperature strongly affected the exergy destructions associated with the evaporator and the condenser, the second-law efficiency and the COP of the cycle, but only weakly influenced the exergy destructions in the compressor and the expansion valve. Reducing the difference between the temperature of the evaporator and that of the refrigerated space, and between the temperature of the condenser and that of the outside air can reduce the total loss of exergy and simultaneously improved the COP and second-law efficiency.
The works cited above shows that the application of the second-law analysis to commercial screw liquid chillers is still lacking. The main goal of this study is to develop a methodology, based on second-law analysis, to be applied to evaluate the irreversibility of the components of a screw liquid chiller, and to identify the potential for each component to contribute to the energy efficiency of the overall system. Three screw liquid chillers, units A, B and C, are built to confirm the model developed herein. Unit A is selected as a baseline unit in this work. It is a liquid chiller with a nominal cooling capacity of 100 tons and screw type compressor; it has a direct-expansion plate-type evaporator and a water-cooled, shell-and-tube type condenser. Unit B is the chiller modified from unit A by replacing the old condenser with a new one with enhanced heat-transferring cooper tubes, and Unit C is modified from Unit B by replacing the compressor with a more efficient one. Comparisons were made to evaluate the improvement by second-law analysis.
Engineers could use the analytical method presented in this study to quantify the irreversibility of components in their liquid chiller designs and provide a clear direction in which to increase the system energy efficiency of a liquid chiller. The analysis also provides insights into how efficient components influence the potential payoff of improving another component.
Second-Law Analysis

Thermodynamic Modeling
The actual vapor-compression refrigeration cycle is the most extensively employed cycle in liquid chillers. This actual cycle consists of several components, such as a compressor, a condenser, an expansion device, an evaporator and connecting pipelines. It differs from the ideal vapor-compression refrigeration cycle in many ways, mostly due to the irreversibility associated with various components. Two common sources of irreversibility in the actual refrigeration cycle are fluid friction, which causes falls in pressure, and heat transfer across a finite temperature difference.
Consider each component in a real vapor-compression cycle, as indicated in Figure 1 , as a control volume that undergoes a steady-flow process. The first and second laws of thermodynamics for a steady-flow process are as follows [14] :
The irreversibility (or exergy destruction) of each process can be determined using the GuoyStodola relation:
The energy and entropy balance can be simplified by making further assumptions for each component. The evaporator, condenser, expansion valve and connecting pipelines are assumed to do no work. The throttling process of the expansion device is assumed to be adiabatic. The compressor performs a real compression process. The changes in kinetic and potential energy of all components are negligible. 
Second-Law Analysis of Chiller Components
The control volume of the evaporator, chosen for process analysis includes the entire evaporator, except that occupied by chilled water. In this process, heat is transferred from the chilled water to the refrigerant. The heat transfer rate evap Q , the refrigerant mass rate f m , and the rate of entropy generation evap gen S , , can be determined as follows:
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In Equation (6), L T is the mean temperature during the transfer of heat in the evaporator, and is determined by the following relation:
where wi T and wo T are the temperatures of the chilled water that enters and leaves the evaporator, respectively.
The compression process is assumed to be non-adiabatic and irreversible. In this process, the energy across the control surface including a heat loss from the compressor to its surrounding, and a work input from the surrounding to the compressor. The rates of heat loss and entropy generation in the compression process can be determined as follows:
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where T o is the temperature of the surroundings, and comp W is the work input to the compressor, which can be experimentally measured. The control volume of the condenser used in the analysis includes the entire volume of the condenser except that occupied by cooling water. Heat is transferred from the refrigerant to the cooling water. The heat transfer rate, cond Q , from the refrigerant to the cooling water, and the rate of entropy generation cond gen S , can be determined using:
where T H is the mean temperature of cooling water, which can also be treated as a mean temperature in the heat transfer process. It can be evaluated as follows:
where ci T and co T represent the inlet and outlet temperatures, respectively, of the cooling medium in the condenser. The process involving in the throttling device is assumed to be an isenthalpic process. Therefore, the following relation holds: 6 7 h h =
In this work, the pipelines considered include the suction, the discharge and the liquid lines, but not the line between the throttling device and the evaporator, since the throttling device and the evaporator are normally located very close to each other. The heat gained or heat lost between the pipelines and their surrounding, and the associated rate of entropy generation can be expressed as follows:
Thus, the total exergy destruction or irreversibility of a chiller is: 
The exergy destruction ratio for each component of liquid chiller can be defined as follows:
First-and Second-Law Efficiency of Chillers
The coefficient of performance of a vapor-compression chiller unit, defined based on only the first law of thermodynamics, is sometimes referred to as the first-law efficiency, and is defined as follows: 
In Equation (25), L T and H T are the absolute low-and high-temperature limits, respectively, as defined in Eqs. (7) and (12).
Experimental System and Method
Chiller Units and Experimental System
Three sets of chiller units, abbreviated as Units A, B and C, were built and tested under the same conditions to validate the effectiveness of the second-law analysis. Unit A is a typically designed R-22 water-cooled screw liquid chiller with a nominal capacity of 100 RT. Figure 2 schematically depicts the system layout. The compressor is a semi-hermetic twin-screw compressor with a displacement of 380 m 3 /h. The evaporator is a direct-expansion plate-type heat exchanger. The water-cooled condenser is of the shell-and tube type and made of copper tubes whose exterior surfaces are finned and whose interior surfaces are smooth. The throttling device was a thermostatic expansion valve with an external equalizer. Unit B was the same as Unit A, except in that its condenser had been modified by replacing the externally finned and internally smooth copper tubes with externally finned and internally spiral copper tubes, to enhance the heat transfer on the water-side. Finally, Unit C was the same as Unit B, except in that Unit B's compressor was replaced by a more efficient one with the same displacement. The subcooling temperature of the condenser and the superheating temperature of the evaporator were set to 5 K for all chiller units.
The system used to conduct the chiller tests can supply both chilled-and cooling-water at a flow rate steady to within ± 1%, and at a temperature maintained within ± 0.1%. Four physical parameters were measured -temperature, flow rate, pressure and power input to the compressor. All the measurement instruments conformed to the requirements of ARI 550/590 [15] . Figure 2 presents the position of the mounting of each measuring instrument, while Table 1 states the accuracy of the respective instruments. 
Experimental Methods
The testing conditions included setting the temperature of the chilled water that entered and left the unit to 12 ± 0.5°C and 7 ± 0.5°C, and setting the temperature of the cooling water that entered and left the unit to 30 ± 0.5°C and 35 ± 0.5°C. Once the liquid chiller unit reached a steady state and had been kept running for over one hour, physical measurements were taken at 20 minute intervals, four times. The averages of these four sets of data were used in the second-law analysis to quantify irreversibility. In each test, the heat balance was within 5% per ARI Standard 550/590 [15] . Each test was carefully performed at the same temperature of the surroundings in the laboratory, 25°C, to increase the reliability of the test results. Table 2 presents the measured temperature and pressure data at each state point in the three chiller units under the same testing conditions, from which the enthalpy, entropy and other thermodynamic properties at each state could be determined. Figure 3 plots a pressure-enthalpy diagram of the vapor compression refrigeration cycle of each chiller unit. The second-law or irreversibility analysis was conducted using the data in Table 2 and the related equations introduced in the theoretical section. Table 3 presents the results of the second-law analysis. Figure 4 compares the exergy destruction of each component for the three chiller units studied in the work. Figure 5 plots the exergy destruction ratio of components for three units. The following discussion of the analytical results is based on Table 3 and Figures 3 to 5. 
Results and Discussion
Performance of the Baseline Chiller (Unit A)
As shown in Table 3 , the first-law analysis for Unit A reveals a COP of 3.7. Additionally, the compressor holds the greatest entropy generation, followed in order by the condenser and the evaporator, with the entropy generation of 0.0891, 0.0538 and 0.0331 kW/K, respectively. Figure 4 shows the comparison of exergy destruction associated with components for Units A, B, and C. In the case of Unit A, the compressor exhibited the largest exergy destruction with 27.47 kW, followed by the condenser with 16.58 kW and the evaporator with 10.20 kW. Figure 5 depicts that the exergy destruction ratios were 45%, 27% and 17% for the compressor, the condenser and the evaporator, respectively. The sum of the exergy destruction ratios of these three components approaches 90%. Apparently, these three components should be considered first in increasing the energy efficiency of the screw liquid chiller. The second-law efficiency II η of Unit A is around 30.27%. 
Effect of Improving Condenser Heat Transfer on Cop (Unit B)
The analytical results in Table 3 show that the COP of the refrigeration cycle is 4.1, which is approximately 10.8% higher than that of Unit A. The entropy generation for each component follows the order of compressor, condenser and evaporator, with values of 0.084, 0.0394 and 0.0345 kW/K, respectively, following the same order as for Unit A. Examining Figure 4 and 5, we find that the highest exergy destruction is that of the compressor at 25.88 kW, followed by that of the condenser at 12.24 kW and then that of the evaporator at 10.63 kW. The exergy destruction ratios for individual component are 47%, 22% and 19%, respectively. Moreover, the sum of the exergy destruction of these three components approaches 88% of the whole unit. The second-law efficiency II η of Unit B is 33.2%, representing an improvement of around 9.7% over Unit A. Closely examining Figure 3 and Table 3 yield further important results. Figure 3 compares the refrigeration cycles of the three chiller units and indicates that Unit B exhibited a lower condensing temperature and discharge temperature than that of Unit A. Since Unit B has the same construction as Unit A, except in that its condenser had been modified by replacing the externally finned and internally smooth cooper tubes with externally finned and internally spiral cooper tubes, to enhance the heat transfer on the internal water-side. When the condenser in Unit A was replaced with a new condenser, the heat transfer effect on the water side was increased by the structure of the externally finned and internally spiraling copper tube, reducing the difference between the condensing temperature and that of cooling water, and thus reducing the power consumption of the compressor. Therefore, the entropy generation and the exergy destruction associated with the condenser were reduced, reducing the total exergy destruction and improving the energy efficiency of the Unit. Synthetically analyzing and comparing data concerning each item indicates that replacing the condenser practically promotes heat transfer and increases the energy efficiency of the unit.
Effect of Improving Compressor Efficiency on Cop (Unit C)
The analytical results for Unit C shown in Table 3 indicate that the COP of the refrigeration cycle is 4.5, which are about 9.8% higher than of Unit B and 20.4% higher than that of Unit A. The amount of entropy generation of each component follows the same order as that for Units A and Unit B-the compressor, followed by the condenser, then by the evaporator, with respective values of 0.0623, 0.0411 and 0.0388. As displayed in Figure 4 and Figure 5 , the values of exergy destruction associated with each component in this regard follow the same order as that for Units A and B. The component with the highest exergy destruction remains the compressor at 19.2 kW, followed by the condenser at 12.67 kW and the evaporator at 11.96 kW, yielding exergy destruction ratio of 38%, 25% and 23%, respectively. The summation of these three values is 86% of the total irreversibility, which is lower than that for Unit B. However, the second-law efficiency is further increased to 36.5%, representing improvements of around 20.5% and 10% over that of Unit A and that of Unit B, respectively.
As comparing the refrigeration cycles of the chiller units indicates that the discharge temperature of Unit C was lower than that of Unit B, and the compression process for Unit C was near to isentropic process. Since Unit C was constructed by replacing the compressor in Unit B with a more efficient one, so the compression process of Unit C is more nearly to become isentropic than that of the other two Units, significantly reducing the generation of entropy and the irreversibility of the compressor, thus reducing the total irreversibility. The energy efficiency of the unit is thus increased. All these data reveals that replacing a compressor with one of higher compression efficiency is feasible, and it is particularly helpful in raising the energy efficiency of the liquid chiller.
Second-law analysis explicates the exergy destruction associated with each component in a liquid chiller. It clearly indicates which component is most able to increase the energy efficiency. The analytical method presented herein can be applied not only to evaluate the effectiveness of modifications of components, but also to determine how the efficiency of a component influences the potential payoff of improving another component. Hence, this work has practical value and the method developed in this study can be used as an R&D tool for improving the energy efficiency of screw liquid chillers.
Conclusions
This work established a method for identifying the potential of each component in a screw liquid chiller to improve the energy efficiency of chiller by applying second-law analysis. Three liquid chillers were constructed for testing and analysis. The improvements of efficiency and the appropriateness of second-law analysis were clarified in a case study. The results support the following conclusions.
The exergy destruction or irreversibility associated with each component in a screw liquid chiller taken from the testing unit follow the sequence, compressor associated with 38% to 47% of the total system irreversibility, followed by the condenser associated with 22% to 27% thereof, followed by the evaporator associated with 17% to 23%. A component associated with a higher proportion of exergy destruction may more dramatically contribute to improve energy efficiency of a screw liquid chiller. Reducing the exergy destruction associated with components may increase the system COP and the second-law efficiency. Second-law analysis may help us to identify components with higher exergy destruction, modifications to which have greater potential to increase efficiency.
Second-law analysis is demonstrated to be a feasible and effective means in improving the energy efficiency of a screw liquid chiller.
